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YT Dear Mr Slaten
PIZUTO. V.M,
"OEA I;TQE, & ‘fj'a' The Colorado Department of Public Health and Environment, Hazardous Materials and Waste
SATTERWHITE. DG, Management Division (the Division) and the Environmental Protection Agency (EPA) have
;g:&vi’i?,z“ B reviewed the OU 7 Seep Collection and Treatment PAM
SETLOCK G.H
?QT'EG!ED!RpShf Our review has generated a few concerns which need clanfication
YOORHEIS, GM.
WILSON. LM. 1 The seep water should be double contained from the time 1t leaves the sump pump
Lernsw supienr & This would requre the 2-inch piping which delivers the water up to the tanks to be
Powni, X double-walled rather than single-walled

2 The high-level alarm/pump shutoff should be positioned so that it will activate when

there 1s 2 feet of freeboard remaimng 1n the tanks

3 Has spill/drip containment at the tanks been planned?

4 Will the tanks be alternately emptied so that one can serve as contingency capacity?

- — Will the two tanks be connected so that a full tank will overflow 1nto the adjacent empty

ADMN R / one?
P 1

5 Will 1t be necessary to drain the pond as stated in the assumption at the end of Section

Reviewed for Addressee 317 Section 3 3 states that "mummal dewatermg will be required "
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6 Because the tvrvo tanks have a combined 4 5-day capacity, the 90-day storage limut for

ATe 8y hazardous waste should not become a problem and the tanks will not need to be
Refltr #
ooe oRoER ¢ 200 | ADMIN RECO'?D
[]

A-DUO7 000, O

b2~ Lol o Lo o - oY

& - o _ iR e




permutted However, DOE should be attentive to the 90-day himut and all other RCRA
requirements for 90-day hazardous waste storage units

7 The 5 cubic yards of excavated material mentioned in Section 3 3 must be
containerized, characterized, and disposed in a manner which follows the protocol for
investigation-derived waste

8 To simplify the determunation of performance standards, particularly in light of
ongomng discussions of ARARs, adjust the language 1 Section 3 1 to require that the
collected seep water to be treated at the OU2 Treatment Facility and assure that that
facility maintains its effluent standards Table 3-1 and references to 1t can then be
removed to avoid any confuston

Our review has otherwise determined that the referenced PAM 1s techmucally and regulatorally
complete, and the proposed actions are therefore approved pending clarification of the items listed
above and resolution of any comments from the public

If you have any questions regarding these matters, please contact Carl Spreng at 692-3358

Sincerely, _
Joe Scheiffelin, Unit Leader

Rocky Flats IAG Unit
Hazardous Waste Control Program
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Kurt Muenchow, DOE

Launie Peterson-Wnght, EG&G
Martin Hestmark, EPA

Arturo Duran, EPA

Laura Perault, AGO

Steve Tarlton, RFPU
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